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DEMOLISH EXISTING WASTE AND WATER LINES SERVING
LABORATORY BENCH. SERVICES SHALL BE CAPPED IN
THE CEILING OF THE FLOOR BELOW.

DEMOLISH EXISTING HORIZONTAL RO WATER SERVICE
PIPING AS SHOWN FOR INSTALLATION OF NEW FLOOR
LOOP. REFER TO NEW WORK PLANS.

0 4’ 8’ 12
DEMOLISH EXISTING FLOOR DRAIN. REPAIR/FILL FLOOR DEMOLISH EXISTING FLOOR MOUNTED ICE MACHINE
SLAB AS REQUIRED. AND CONNECTED SERVICES.
DEMOLISH EXISTING WATER SERVICE AND VENT PIPING DEMOLISH EXISTING WATER PURFIER AND CONNECTED WALL LEGEND
SERVICES.
SERVING LABORATORY SINK/HOOD. TG BARTITION
NOT USED. DEMOLISH EXISTING WATER SERVICE AND VENT PIPING | e EXISTING ONF HOUR FIRF BARRIFR
SERVING LABORATORY SINK.
CONTRACTOR EXISTING UTILITIES NOTE: DEMOLISH EXISTING HORIZONTAL COLD, HOT AND HOT | | e FASTING TWO HOUR FIRE BARRIER
WATER RE—CIRCULATION PIPING. DEMOLITION OF DEMOLISH EXISTING HOOD AND CONNECTED SERWVICES. ===z PARTITION TO BE DEMOLISHED
PIPING SHALL INCLUDE HANGERS AND OTHER
CONTRACTOR IS TO ALLOCATE MONEY IN THE ASSOCIATED DEVICES. DEMOLISH EXISTING COPPER PIPE THRU WALL. NEW TYPICAL PARTITION

********** NEW T—HR. RATED FIRE PARTITION

FINAL PRICE AS REQUIRED TOWARD THE
RE—WORKING OF EXISTING UTILITIES AND
INSTALLATION OF NEW UTILITIES COMING IN

DEMOLISH EXISTING EQUIPMENT AND ASSOCIATED

DEMOLISH EXISTING HORIZONTAL COLD AND HOT PIPING. T TTTETTE e NEW 2—HR. RATED FIRE PARTITION

WATER PIPING. DEMOLITION OF PIPING SHALL INCLUDE
HANGERS AND OTHER ASSOCIATED DEMICES.

DEMOLISH EXISTING PLUMBING FIXTURE ONLY.
SERVICES TO FIXTURE ARE TO REMAIN FOR THE

® QR ® @ ® 6

AND GOING OUT OF ALL EXISTING CHASES

DEMOLISH EXISTING RO WATER PIPING. DEMOLITION OF

PURPOSE OF CONNECTING NEW FIXTURE TO THE

AND COORDINATE RE—WORKING AND iﬁ’é’é‘é.i‘#{‘&%é@%&’& £ HANGERS AND OTHER EXISTING SERVICES. REFER TO SHEET 1—PL3.03 FOR

INSTALLATION OF UTILITIES WITH OTHER THE NEW FIXTURE P#S AND REFER TO THE JOB

TRADES. DEMOLISH EXISTING VENT PIPING. DEMOLITION OF SPECIFICATION BOOK FOR THE FIXTURE SPECIFICATION
PIPING SHALL INCLUDE HANGERS AND OTHER INFORMATION. THIS WORK IS TO BE PRICED AS PART
ASSOCIATED DEVICES. OF DEDUCTIVE ALTERNATE #3.

DEMOLISH EXISTING PLUMBING FIXTURE. DEMOLISH
CONNECTED PIPING TO ABOVE CEILING AND CAP.

DEMOLISH EXISTING BENCH SERVICE PIPING. PIPING IS
ROUTED HORIZONTALLY IN LABORATORY CASEWORK.

DEMOLISH EXISTING VERTICAL RO RISER FOR
INSTALLATION OF NEW VERTICAL RO RISER. REFER TO
NEW WORK FLOOR PLANS FOR ADDITIONAL NEW RISER |[[~——DEDUCTIVE ALTER—
INFORMATION. NATE NO. 3

DEMOLISH EXISTING RO WATER SERVICE PIPING TO
VERTICAL RISER.
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DEMOLISH EXISTING WASTE AND VENT STACK LOCATED
IN TOILET CHASE WALL FROM 3RD FLOOR CEILING
DOWN INTO SECOND FLOOR CEILING FOR THE
PURPOSES OF REPLACING EXISTING PIPING DUE TO
PIPE DETERIORATION. REFER TO SHEET
1-PL3.03—357 FOR ADDITIONAL INFORMATION.

** APPLIES TO THIS SHEET ONLY **
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